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1-WIRE Temperature Sensor Network Layout Block Diagram
for Alcove 1B
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B12 & Y12 Bl1&Yl
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1 1 . .
lB alcove Keo' 60' GO'A
Blue &Yellow
= Temperature sensor Runs Note 2-
Note 1: Cable signal assignments: X .
Aplha 9888C Temp Sensor Humidity Sensor Function % Cablefpalltrts r]dumber Aplha 9888';312/\1[??
H&T | = Humidity &Temperature sensors (in one package) CLEAR RED WHITE oV 9 OF stiewlde names: ; /

BLUE BLUE RED DATA Y12-20/21H
SHIELD BLACK GREEN COMMON B1-DXTA J
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1-WIRE Temperature Sensor Network Layout Block Diagram
for Alcove 3B
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Q21 Q20 Q19
B2 & Y2 B3 & Y3
strings strings
60' 60'
[ \1‘ 1 1 1 1 1 !
3B alcove Keo'Aeo‘AGO‘
Blue &Yellow
= Temperature sensor Runs Note:
Note 1: Cable signal assignments: ! .
Aplha 9888C Temp Sensor Humidity Sensor Function 1. Cable p"?‘”s T‘“mber AP'ha 9888C Twinax.
CLEAR RED WHITE 15V 2. e.g. of sitewide names: B3-21TA
H&T | = Humidity &Temperature sensors (in one package) B2-20/21H
BLUE BLUE RED DATA
\Z SHIELD BLACK GREEN COMMON B3-SNK7-34TA/




1-WIRE Temperature Sensor Network Layout Block Diagram
for Alcove 5B
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Blue or Yellow
= Temperature sensor Runs Note:
Note 1: Cable signal assignments: y :
Aplha 9888C Temp Sensor Humidity Sensor Function % Cablefpalltrts ndumber Af"ha 98888%2/\1[1_]2)('
H&T | = Humidity &Temperature sensors (in one package) CLEAR RED WHITE oV &9 of sTewide names: -20/2
BLUE BLUE RED DATA B4-20/21H

\Z SHIELD BLACK GREEN COMMON B5-ROT3-34TA
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1-WIRE Temperature Sensor Network Layout Block Diagram
for Alcove 7B
> DX Q1 Q2 Q3 Q3/0Q4 Q3/0Q4 Q3 Q2 Q1 >
: :
3] (3]
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§ 1 1 1 1 1 1 1 1 2' 2' 1 1 1 1 1 1 §
SO'A?:O'A?:O'AQO'/\ /\QO'A?:O'A?:O'A
) 50‘
1 1 1 1 1 1 1 1 1 1 ' ' 1 1 1 1 1 1 1 1
ﬁeo'keo‘Azo'Azo‘ AZO‘AeO‘AeO'&
60| )
1 1 1 1 1 1 1 1 1 1 ' ' 1 1 1 1 1 1 1 1
60’ A60‘ A60‘ A60‘ )\ /Keo' Aeo' A60‘ A60‘
)
1' 1 1' 1 1' 1 1' 1 1 1 1 1 1 1 1 1
60‘ Aeo‘ Aeo' Aeo' Aeo‘ Aeo' Aeo' &
Q18 Q19 Q20 Q20/Q21 Q21 Q20 Q19 Q18 Q17 50
B6 & Y6 B7 & Y7
strings strings
60’ 60’
1 1 1 1 1 1 / \ [ \1’ 1 1 1 1 1 1 1 1 1
60‘A60‘A60'A60‘ 7B alcove Keo'Aeo'Aeo'Aeo'
Blue &Yellow
- Runs
- Temperaure sensor Note 1: Cable signal assignments: Note:
Aplha 58880 Temp Sensor . Humidity Sensor Function 1. Cable p"?‘”s T‘“mber Af"ha 9888C Twinax.
2. e.g. of sitewide names: B7-21TA
H&T | = Humidity &Temperature sensors (in one package) CLEAR RED WHITE oV
= Yy P packag BLUE BLUE RED DATA B6-20/21H
\Z SHIELD BLACK GREEN COMMON B6-ROT3-34TA/
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1-WIRE Temperature Sensor Network Layout Block Diagram
for Alcove 9B
> DX Q1 Q2 Q3 Q3/Q4 Q3/Q4 Q3 Q2 Q1 >
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1 1 1 1 1 1 1 1 1 1 ' ' 1 1 1 1 1 1
ﬁQSO'AGO'AZO'AZO' A6O‘A6O‘A
60|
1 1 1 1 1 1 1 1 1 1 ' ' 1 1 1 1 1 1
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)
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60' AGO‘ AGO‘ AGO‘ AGO‘ AGO‘
Q18 Q19 Q20 Q20/Q21 Q21 Q20 Q19
B8 & Y8 B9 & Y9
strings strings
60' 60'
1 1 1 1 1 1 / \ [ \1’ 1 1 1 1 1
60‘A60‘A60'A60‘ 9B alcove Keo'Aeo'Aeo'
Blue or Yellow
= Temperature sensor Runs
Note 1: Cable signal assignments: Note:
Aplha 58880 Temp Sensor . Humidity Sensor Function % gzblgfps?{;iv?duemnt;?;eéplha 9888BC9-|-2V\1|_1_]2X'
_ - . CLEAR RED WHITE +5V T : )
H&T | = Humidity &Temperature sensors (in one package) BLUE BLUE RED DATA B8-20/21H
\Z SHIELD BLACK GREEN COMMON B8-ROT3-34TA




1-WIRE Temperature Sensor Network Layout Block Diagram
for Alcove 11B
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= Temperature sensor Runs Note:
Note 1: Cable signal assignments: y .
Aplha 9888C Temp Sensor Humidity Sensor Function 1. Cable p"?‘”s T‘“mber Af"ha 9888C Twinax.
CLEAR RED WHITE 15V 2. e.g. of sitewide names: B11-21TA
H&T | = Humidity &Temperature sensors (in one package) B10-20/21H
BLUE BLUE RED DATA

2 SHIELD BLACK GREEN COMMON B11-DXTA /




